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EX. AREA BASEMENT : 5,593 SQFT (UN-OCCUPIED SPACED
EX. AREA IST FLOOR : 8,447 SQFT
EX. AREA 2ND FLOOR : 8,447 SOFT
EX. AREA 3RD FLOOR : 7,197 SOFT X STATE| ROUTE 309
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PREWVENTION CODE AND MNF.P.A. -
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OCCUPANT
TABLE 1004.1.1
FLOOR ARER SF/PERSON FLOOR OCC LOAD
BASEMENT 5,593 (UN-OCCUPIED SPACE)
1ST FLOOR 8,447 1/100 84
2ND FLOOR 8,447 1/100 a4
3RD FLOOR 7,197 1/100 71
MAXIMUM TOTAL OCCUPANCY: 239 NARTH TO WALDO

FLOOR AREA sF/PERSON  MAX./CODE SINAGE

L COMMUNITY HEALTH CE
RELOCATION
~ION, OHIO

NTE.

LOCATION MAP

MAIN WAITING ROOM 391 i b
DENTAL WAITING ROOM 166 9
PEDIATRIC WAITING ROOM 120 By
EMPLOYEE BREAKROOM 209 13
CONFERENCE ROOM 1,000 66

REQUIRED EGRESS CAPACITY

TABLE 10051

DOOR v CORRIDOR STAIRS
WIDTH/OCC, 3,634 0.2 0.3
REQUIRED 47.B 71.7
MINIMUM NUMBER OF EXITS: 2
ACTUAL NUMBER OF EXITS: 2
TEAVEL DISTANCE

TABLE 10161

MAXIMUM TRAVEL DISTANCE FROM ANY POINT
TO AN EXIT SHALL NOT BE MORE THAM 200F T
ACTUAL MAXIMUM TRAWEL DISTANCE: 1S0FT

@ SCALE: N.T.S.
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FIRE SEPARATION PLAN

IST FLOOR GENERAL FLOOR PLAN
2ND FLOOR GENERAL FLOOR PLAN
3RD FLOOR GENERAL FLOOR PLAN
BASEMENT GENERAL FLOOR PLAN

IST FLOOR DIMENSIONAL FLOOR PLAN
eND FLOOR DIMENSIONAL FLOOR PLAN
JED FLOOR DIMENSIOMAL FLOOR PLAN

BASEMENT DIMENSIONAL FLOOR PLAN
15T FLOOR CEILING PLAN
eND FLOOR CEILING PLAN
3RD FLOOR CEILING PLAN
BASEMENT CEILING PLAN
DETAILS

DETAILS

DETAILS

DETAILS

A.D.A. DETAILS

WALL DETAILS

WALL DETAILS

FRONT ELEVATION

ALLOWABLE AREA PER FLOOR FROM TABLE S03: 19,000 SF: 4 STORY
ACTUAL AREA PER FLOOR (WORSE CASE) IS 8,447 SF

10,553 LESS THAN THE ALLOWABLE

GENERAL NOTES

l, ALL CONTRACTORS SHALL VERIFY ALL DIMENSIONS, LAYDUTS & ELEVATIONS.

c. ALL CONTRACTORS SHALL REVIEW ALL DRAWINGS, CONTRACTORS ARE RESPONSIBLE
FOR COMPLETED REVIEW. ITEMS AFFECTING ALL TRADES ARE PLACED THROUGHOUT
THE SET OF DRAWINGS. NO “EXTRAS FOR MISSED ITEMS IN OTHER SECTIONS WILL
BE PERMITTED.

3. ANY MATERIAL OR LABOR NEITHER SHOWN ON THE DRAWINGS, NOT SPECIFIED BUT
WHICH IS OBVIOUSLY NECESSARY TO COMPLETE THE WORK OF A SIMILAR NATURE
SHALL BE FURNISHED WITHOUT COST TO THE GENERAL CONTRACTOR,

4. DRAWINGS INDICATE THE MINIMUM STANDARDS BUT, CONTRACTORS SHALL WVERIFY
ALL WORK IS INSTALLED PER GOVERNING CODES AND REGULATIONS,

5. ALL CONTRACTORS MUST COORDINATE THEIR WORK WITH OTHER TRADES,
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ROOF PLAN

STRUCTUTAL DETAILS
STRUCTURAL DETAILS
SOUTH STAIRWELL DETAILS
NORTH STAIRWELL DETAILS
ELEVATOR DETAILS
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IST FLOOR WATER PLAN
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TABLE 601 (NON-SPRINKLED)
BUILDING ELEMENT  TYPE: IIIB NOTES

STRUCTURAL FRAME 0

BEARING WALLS

EXTERIOR 0 (PER TABLE &02> BLOCK/BRICK WALLS
INTERIOR 0
NON-BEARING WALLS
EXTERIOR 0
INTERIOR 0

FLOOR CONSTRUCTION O

ROOF CONSTRUCTION ©

2 HR
FIRE RATED
STAIR SHAFT

T

l. THE FIRE RATED CORRIDOR WALLS SHOWN AND INDIACTED AS FIRE RATED. SHALL
FORM A BARRIER TO LIMIT THE TRANSFER OF SMOKE, WALLS SHALL EXTEND FROM
THE FLOOR TO THE UNDERSIDE OF THE FLOOR TO THE UNDERSIDE DF THE CEILING
ABOWVE,

Ea

1. DOORS AND FRAMES AT FIRE RATED WALL SYSTEMS SHALL BE AS FOLLOWS:
2 HR FIRE RATING ' 90 MIN LABEL
1 HR FIRE RATING : 60 MIN LABEL
ABOVE.,

2. NO FIRE SEPERATION REQUIRED BETWEEN FLOORS PER OHIO BUILDING CODE,
ALL FIRE RATED CORRIDOR AREAS SHALL HAVE FIRE RATED CEILINGS AS
REQUIRED PER CODE.

2HR
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STAIR SHAFT
O 2 HR - }
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_CODED NOTES:
1. SEE STRUCTUR

&,

AL DRAWING 5-1.0 DETAIL-A FDR DETAIL ON LINTEL FOR NEW DOOR.

- SEE STRUCTURAL DRAWING S-10 DETAIL B FOR DETAIL ON FRAMING FOR NEW DOOR.
SEE STRUCTURAL DRAWING S-10 DETAIL C FOR DETAIL ON LINTEL FOR NEW OPENING IN EXISTING BRICK WALL.
- FIR OUT BRICK OR BLOCK WALL USING 1 FIRRING STRIPS AND 1/2" OR S5/8' DRYWALL DEPENDING

ON LOCATION OF WaALL, IF IT IS A WALL IN A FIRE RATED CORRIDOR, FIR OUT THE WaALL TO THE
EXISTING CEILING AND INSTALL DRYWALL TO THE CEILING. IF IT IS A NON-FIRE RATED WALL,
FIR OUT THE WaALL TO 10° ABOVE FLOOR.

SEE STRUCTURAL DRAWING 5-1.0 DETAIL-D FOR DETAIL ON LINTEL FOR NEW DOOR.
SEE STRUCTURAL DRAWING S5-1.0 DETAIL-E FOR DETAIL ON LINTEL FOR NEW DOOR.
REMOVE EXISTING CHIMNEY, START FROM THE 3RD FLOOR.
SEE STRUCTURAL DRAWING S-1.0 DETAIL-H FOR DETAIL ON LINTEL FOR NEW DOOR.

SEE STRUCTURAL BASEMENT DRAWING A-12 FOR DETAIL ON REMOVING EXISTING COLUMM,

_GENERAL NOTES

1, REFERENCE STRUCTURAL DRAWINGS FOR DETAILS IN ELEVATOR AND
STAIRWALL EHAFTE AND WALLS,

2, REPAIR ALL HOLEE IN EXISTING FLOORS TO ACCOMODATE NEW FLOOR FIMISHES.
REPAIR FLOOR OPEINGS WITH LIKE STRUCTURAL FRAMING TO MATCH EXISTING.

3. INSTALL BACKING PLATES FOR COUNTERTOPS, CABINETS AND PLUMBING
FIXTURES AS REQUIRED BY MANUFACTURERS INSTRUCTIONS.

_DOOR NOTES

1. DOORS SHOULD BE OPERATED FROM OUTSIDE WITH
A KEY AND INESIDE WITH A LEVER.

2. EGRESS DOORS SHALL BE READILY OPENABLE FROM
THE SIDE OF WHICH EGRESS IS TO BE MADE WITHOUT
THE USE OF A KEY OR SPECIAL KNOWLEDGE OR EFFORT.

3. PRIOR TO ORDERING DOORE WERIFY ALL OPENINGS.

4, ALL THRESHOLD, HARDWARE, ETC.. SHaLL BE AD.A.

COMPLIANT,

3. ADA. COMPLIANT DOOR NOTES:

A THRESHOLDS AT DOORWAYS SHALL NOT EXCEED 1/2%.
RAISED THRESHOLDS SHALL BE BEVELED WITH A SLOPE
MO GREATER THaM Li2.

B, HANDLES, PULLS, LATCHES, LOCKS AND OTHER OPERATING
DEVICES ON ACCESSIBLE DOORS SHALL HAVE A SHAPE
THAT IS EASY TO GRASP WITH ONE HAND AND DOES NOT
REGUIRE TIGHT GRASPING OR TWISTING OF THE WRIST TO
OPERATE., LEVER-DOPERATED MECHANISMS, PUSH-TYPE
EEEH#;HISHE, AND U-SHAPED HANDLES ARE ACCEPTABLE

ESIGNE.

C. HARDWARE FOR REQUIRED ACCESSIBLE DOOR PASSAGE

SHALL BE MOUNTED NO HIGHER THAW 48" ABOVE FINISHED

FLOOR,
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é SEE STRUCTURAL DRAWING 5-10 DETAIL-B FOR DETAIL ON FRAMING FOR NEW DOOR.

FIR OUT BRICK OR BLOCK WALL USING 1" FIRRING STRIPS AND 1/2° OR 5/8' DRYWALL DEPENDING
ON LOCATION OF WALL, IF IT IS A FIRE RATED WALL USE 5/8" FIRE RATED DRYWALL. FIR OUT
WALL TO THE EXISTING CEILING AND INSTALL DRYWALL TO THAT CEILING.
SEE STRUCTURAL DRAWING 5-10 DETAIL-I FOR DETAIL ON FRAMING FOR NEW DOOR. THESE DOORS WILL HAVE
THE EXISTING WINDOW TRANSUM RE-USED, REPAIR AND REFINISH AS REGUIRED,
EXISTING WALL, REMOVE EXISTING PLASTER, REPAIR DAMAGED FRAMING AND INSTALL NEW 1/2" DRYWALL.

SEE STRUCTURAL DRAWING 5-10 DETAIL-F FOR DETAIL ON MEW LINTELS FOR OPENINGS IN EXISTING MASONRY WALL.
BRICK IN EXISTING OPEING IN MASONRY WALL USING MATCHING BRICK.

SEE STRUCTURAL DRAWING S-10 DETAIL-G FOR DETAIL ON RAMP CONSTRUCTION.
REMOVE EXISTING CHIMNEY STARTING AT THE 3RD FLOOR AND WORKING DOWN.
SEE STRUCTURAL DRAWING S-10 DETAIL-H FOR DETAIL ON NEW LINTEL FOR MNEW DOOR IN MASONRY WaLL.
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